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The formation of deposits on heat exchange surfaces of combustion equipment causes a decrease in heat exchange, 
a decrease in power, and consequently deterioration in the economic balance of combustion equipment. The 
technology of French company A. I. T. DRIVEX has been developing and being applied in practice for many 
decades. Preventive technology is used as a mean reagent periodically injected during operation into the combustion 
chamber. Part of the application is always pre-prepared project resolving the location of the injection nozzles into 
the combustion chamber on the fl ue gas path. The article describes the experimental usage of reagent GEPER-
SUITE 2200 at the Sermaize refi nery in France. The aim of the test is to evaluate the benefi ts and advantages of 
applied technology in the boiler refi nery in full operation. The results clearly demonstrate that using the reagent 
GEPERSUITE 2200 is advantageous in terms of economic and technical properties.
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INTRODUCTION
 Maintenance of the heat transfer surfaces of power 
equipment1, incineration of municipal and industrial 
waste2, is currently being solved intensively both in this 
country and abroad.
Technical progress in the fi eld of combustion3 and 
increasing demands are placed on effi ciency, safety of 
operation and ease of operation combustion plants is 
refl ected in the need of support operators in the opti-
mization of combustion processes4. Experience confi rms 
the problem fouling of heat transfer surfaces of boilers5 
does not apply only to the operators of power equipment, 
but also to the purchasers of energy consumers. The stu-
dies of renovated institutions estimate6, 7 that unwanted 
deposits on heat transfer surfaces on the fl ue gas area 
and media of all types thermal energy equipment cause 
major fi nancial losses, not counting subsequent operating 
losses caused by equipment downtime, or due to repairs.
Combustion of heavy fuel oil, coal, wood, municipal 
and industrial waste in boilers is associated with the 
formation of solid residues8, containing a certain amount 
of mechanical unburned. These are mainly incineration 
plants using coal as fuel, heating oil, timber and heat 
exchangers positioned9 behind gas engines.
Deposits10 on heat transfer surfaces consist mainly of 
imperfectly burned particles with higher carbon content11 
due to the inappropriate composition of the burned fuel, 
the development of the crude oil refi ning process and 
the diversifi cation of fuel supplies. 
Similar problems occur in cogeneration units with 
internal combustion engines, wherein the leakage of 
a small amount of lubricating oil into the combustion 
chamber and its subsequent combustion is associated 
with the fl ue gas pollution and the formation of deposits 
on the heat exchange surfaces. The resulting deposits 
have an impact on heat transfer of fl ue gas leading to 
a deterioration equipment effi ciency and higher fuel 
consumption12. They also signifi cantly contribute to 
the corrosion of the affected parts. The combustion 
products contain nitrogen, sulphur, chlorine, fl uorine 
derivatives, etc., as a result of element transformation 
during the combustion process13, 14. These derivatives 
are very dangerous for the environment, as well as for 
ceramic and metal materials used in the construction of 
burning equipment. 
The melting temperature of ash forming during the 
combustion of fossil fuels, incineration of industrial and 
municipal waste is very low. This temperature is lower 
than the surface temperature of materials (both metal 
and ceramic) inside the combustion chamber as well as 
in the linked technological units. Some ashes, especially 
vanadium-sodium ones, formed during the combustion of 
heavy fuel oils, are extremely aggressive with respect to 
corrosion, if the temperature of heat exchange surfaces 
reaches values of 450–500oC.
Unburnt carbon residues15, which are able to bind SO3, 
also contribute to the increased risk of low-temperatu-
re corrosion16 and to forming very hard and strongly 
adhering deposits in „cold“ parts of the combustion 
equipment (superheaters, economisers, etc.). This is the 
basis for forming acidic combustion products in the equi-
pment burning heating oils with high content of sulphur, 
which subsequently becomes the source of air pollution.
Bonded SO3 under certain temperature conditions (metal 
surface temperature 150–160oC) gives upon contact with 
moisture possibility formation of H2SO4, which attacks 
metallic materials and causes the formation of very hard 
sulfates and fi rmly adhering deposits.
During the combustion, unburnt particles and ash are 
carried away by combustion products. Pollutants in fl ue 
gases at the boiler outlet present in the form of solid 
particles17 in the gas phase. Melted and partially-mel-
ted ash is caught on heat exchange surfaces and causes 
a progressive growth in the deposited layer. The deposits 
then cause a lowering of heat exchange18 on heat ex-
change surfaces and there is also decrease in power and 
combustion equipment yield. This is accompanied by the 
increase in the temperature of combustion products at 
the combustion equipment output. If these losses exceed 
certain limits, it is necessary to change the mode of ope-
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ration of combustion equipment; besides, fl ues could be 
completely clogged. If the combustion equipment is not 
provided with devices for cleaning combustion products 
(cyclones, textile fi lters, electrostatic fi lters, washers, etc.) 
some solid particles, which are not caught on the walls 
of the combustion equipment, are subsequently released 
into the atmosphere.
„MECHANICAL“ AND “NON-MECHANICAL” TECH-
NOLOGIES FOR MAINTAINING CLEANLINESS OF 
THE COMBUSTION EQUIPMENT
To decrease the formation of deposits (resulting in 
the equipment being shut down, increases in fuel con-
sumption, etc.), a lot of systems for cleaning have been 
designed and operated. To the best known methods 
include blow cleaning or jet washing of heat exchange 
surfaces. There are also vibration, chipping and acoustic 
mechanical systems for removing the deposits falling off 
to the grates or to the lower parts of the combustion 
area or individual fl ue drafts. In general, it can be conc-
luded that these methods are effi cient if the deposits are 
“dry”, i.e. brittle and not so adherent. Failing that, the 
amount of the deposits increases until it is necessary to 
shut down the equipment due to cleaning. 
Air and steam blowers19 are generally devices with 
high power consumption and they also need intensive 
maintenance to be effi cient enough11. Moreover, if the 
blowing device is not absolutely clean (if it contains some 
water) it will result in low-temperature corrosion, which 
is hazardous for metal parts of the equipment. If the 
combustion equipment is not provided with a dedusting 
device, the operation of cleaning equipment is always 
connected with considerable increase in the content of 
dust in combustion products released into the atmosphe-
re. Using these cleaning systems results in an increase of 
emissions also in the case of equipment provided with 
a dedusting device.
The idea to use a chemical agent which has an impact 
on deposit forming on heat exchange surfaces as a well 
as on the walls of the combustion equipment is not new. 
Using common salt to activate combustion and removing 
soot was already known to our ancestors. There is one 
signifi cant disadvantage connected with this method 
- accelerated decay of metal components, on which 
chlorates form due to contact with salt. It is essential 
that the proposed chemical methods for cleaning the 
internal parts of combustion chambers and boilers meet 
technical as well as economic criteria. 
Characteristics of reagent
Reagent20 can be characterized as no aggressive sub-
stances without affecting to the materials used in the 
construction of the combustion device. Dosage is deter-
mined according to the problem at hand and the goals 
to reach. They are consisted of a metal salt compound 
soluble in water suitably selected depending on their use.
The composition of the reagent is apparent from the 
pretreated study of the combustion device, which is used. 
The principle of the technology consists in the creation 
of recovering a thin layer (a fi lm) all the heat exchange 
surfaces of the combustion device, if it is possible. Re-
agent compositions are the most often injected directly 
into the fl ame, or above the layer of burning fuel on 
the grate and the fl ue gas on the way.
Features reagent particle is alkaline, not harmful to the 
materials of construction of the combustion apparatus 
or the environment. Depending on the type, the reagent 
performs the following functions:
– allow the oxidation of unburned carbon particles,
– prevent or restrict the sticking of melted and fused 
ash particles, on all surfaces, including the combustion 
chamber, including the heat transfer surfaces,
– fulfi lls both functions simultaneously,
– if there is a deposit, not monolithic-hard, but due to 
the periodic injection of reagent has a sandwich character 
and therefore a better mechanical properties for cleaning 
(deposit is a fragile, easily removable).
As you can see on Figure 1, periodic injection allows 
to create a layer-fi lm on the heat transfer surfaces, which 
is reacted gradually and prevent the formation of hard, 
very cohesive and adherent deposits. If the deposits 
occur, they are easily removable and generally limited 
by their production.
Figure 1. Cut of heat transfer surface during process of peri-
odic reagent injection. 1 – deposits (not mechanically 
removed); 2 – effect of reagent, penetration of the 
reagent toward to the transfer surface; 3 – the emer-
gence of reagent layer; deposits falling off forcibly 
(mechanical cleaning of devices) or unintentionally, 
the fi lm remains neutralization (pH ~ 7)
Description
The long-term existence of the reagent layer and its 
periodic renewal injection does not depend on the amount 
of injected reagent or the amount of fuel consumed, or 
changes load of the combustion device. This simplifi es 
the injection system, which may be entirely or partially 
automated.
To achieve the highest effi ciency of the process is the 
most important complete distribution of the reagent in 
the combustion chamber, consequently a suitable number 
of spray nozzles and their deployment. 
RESULTS AND DISCUSSION
For the assessment of effi cient and competitive used 
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consent of management the French RAFINERY de 
SERMAIZE les Bains (118, Av. Doct. David Rosenfl ed, 
92230 Romainville).
GEPERSUITE 2200 was selected as the reagent for the 
experiment, the substance specifi c to their composition 
injected into the fl ame of the burning of the coal layer, 
or into the oil burners and also dispersed into all parts 
of the fl ues, where the fl ue gas temperature is higher 
than 200oC. 
GEPERSUITE 2200 is able to create and keep on all 
heat exchangers, with periodical re-injections, a fi lm of 
high-fusion level reactive particles (= 2600oC). Exclusively 
made with hydro soluble magnesium salts, the DRIVEX 
2200 reagent instantly decomposes in the fl ame and frees 
magnesium oxides particles (MgO) which are carried by 
the combustion gases into the heat-exchangers where 
they settle down.
Physico-chemical specifi cations GEPERSUITE 2200: 
light pink pulverized product, with pH 6,9, whose main 
component is magnesium (65,5 g · l–1). Magnesium with 
admixture the alkali metals is present in the form of 
magnesium oxide (MgO) and in the form of magnesium 
chloride (MgCl2). The specifi c weight of the GEPER-
SUITE 2200 reagent is 1 100 kg · m–3. The DRIVEX 
2200 reagent is delivered in 240 kilos plastic kegs or 
1100 kilos ISO containers. 
of the system. Application of this method should not 
cause a larger technical adjustments to the incinerator.
Veriﬁ cation of using the reagent GEPERSUITE 2200
Before using the reagent, it is necessary to get rid of 
the heat exchange surface from dust and other deposits. 
This can be achieved by an intensive blowing for several 
days. Heat transfer surfaces are formed by horizontally 
disposed tube bundles. Manual cleaning of these surfaces 
is very diffi cult and cannot be completely performed.
After locating the extent of deposits in the combustion 
space the balance sheet was made about the applica-
tion of technology, including the annual schedule of 
the experiment according to planned shutdowns device. 
Removal of deposits is carried out periodically, either 
by blowing of heat transfer surfaces or by mechanical 
cleaning during the shutdown. Equipment shutdown 
represents the additional costs due to maintenance of 
equipment and loss of energy production. Current plan 
associated with cleaning of the combustion in refi neries 
de Sermaize demonstrates Table 2.
After the agreement the installation of technology 
was attended by workers of DRIVEX company. The 
connection to the operating compressed air (6 bar), the 
programmable controller and accessories (dosing pump) 
and the connection to the power supply 400V / 3f is re-
quired for operation of own equipment. The connection 
of Eurocontainer containing reagent GEPERSUITE 2200 
is performed with pump hose. After completing the in-
stallation, the injection has been set on a programmable 
machine, according to empirical experience.
Dosing of the reagent GEPERSUITE 2200
1. week
Injection of reagent is divided into 6 doses per day 
(every 4 hours). Blowing of heat transfer surfaces is 
carried out in normal mode.
2.–3. week
Reagent dosing in the same way as in the fi rst week, 
but without the blowing during the night shift.
4. week
Reagent dosing in the same way as in the fi rst week, 
but without blowing during the afternoon and night shifts.
In the fi nal stage dosing of reagent, which corresponds 
to the quantity of about 2–3 kg of reagent per 10 tons 
of fuel was adjusted. Daily dosing is automatic and total 
dosing time is about 2 minutes.
Note: The advantage of reagent GEPERSUITE 2200 is 
his good adhesion on surfaces. Therefore it is not necessary 
to change the dosage, according to the fl uctuations in fuel 
consumption.
Table 1. Basic data of RAFINERY de SERMAIZE 
Table 2. Data of equipment cleaning
Table 1 gives us the basic information about the se-
lected refi nery.
The refi nery is combusted continuously in a one-tensile 
vertical boiler with a movable mechanical grid. The black 
coal is used as a fuel in the combustion, granulometry 
of the coal is 0/6 mm.
Targets of using the reagent GEPERSUITE 2200
The reagents should lead to avoid sticking of the mol-
ten ash contained in the fl ue gas on the heat transfer 
surfaces of the combustion equipment and also to dis-
posal / destruction of unburned carbon particles, which 
are deposited on these surfaces. During the periodical 
injection of the reagent the reagent fi lm is formed on 
the surfaces (with the shape of “sandwich”) and the 
deposits are then more easily removed, in many cases 
just by sloughing.
The main objective of the use of liquid reagent GE-
PERSUITE 2200 in refi nery de Sermaize should be:
– Keep the heat transfer surfaces clean as long as po-
ssible to reduce fuel consumption. Avoid during 6 weeks 
commissioning of the boiler no. 2 for cleaning purposes.
– Use less frequently existing steam cleaning equipment.
– Facilitate the heat transfer surfaces cleaning during 
periodic shutdowns of the boiler.
By using reagent GEPERSUITE 2200 should be achie-
ved operating costs reduction related to the operation 
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Evaluation of DRIVEX technology 
In terms of equipment reliability it must be noted 
that throughout the duration of the experiment, no 
failure of equipment DRIVEX was recorded. During 
the experiment control of the injector was also carried 
out. Throughout the experiment, the nozzle showed 
a normal wear even though it was disposed in a place 
at 700–800oC.
There were chosen two comparative periods to evalu-
ate the potential benefi ts of technology DRIVEX after 
12 months.
Of the parameters in Table 3 it can be stated, the re-
duction of the number of steam blowing and increasing 
the heat transfer effi ciency has also been reported. The 
shutdowns for manual cleaning were completely removed 
shows the area of the combustion device during injection 
of reagent GEPERSUITTE 2200.
On the basis of visual detection, performed during 
shutdown after the experiment, it was found the following:
On heat transfer surfaces at the level of the grate de-
posits fragile and very little sticky have been recorded. In 
the area of the side membrane walls were found a small 
amount of deposits in the form of a fi ne layer of white 
dust. Above the grid, just below supporting burners the 
presence of molten ash was recorded.
On the heat transfer surfaces at the bottom of the 
combustion chamber, there weren´t any deposits, only 
a thin layer of fi ne white dust. 
At the level of the boiler in the primary superheater 
powder deposition were identifi ed in a thin layer, while 
in the secondary superheater thin stick coating was 
recorded. These were the places that were not coated 
with a layer of reagent.
On the other heat transfer surfaces on the route of 
the fl ue gas nonadherent powder deposits were observed 
only in very small quantities.
Costs of applying this method are minimal. The dose of 
the reagent is determined depending on the problem and 
goals to achieve. The average dose of the reagent is only 
2–3 kg per 10 tons of fuel used. There is a very simple 
application of the reagent by means of nozzles, which 
does not require any additional work. The advantage is 
an early return of savings, arising in the connection with 
the use of the reagent.
CONCLUSION
In conclusion can be said that continuous use of the 
technology described above with the fi lm effect was very 
effective. The aim of the application of the reagent GE-
PERSUITE 2200 was keeping the combustion chamber 
longer “pure” and thereby increase its effi ciency and 
reducing interval of steam soot blowers to extend the 
time between shutdowns of combustion plants, for the 
reasons of manual cleaning. Finally, it is reducing emis-
sions of pollutants that are released into the atmosphere.
The most careful processing of the project application 
of the reagent and suitable placement of nozzles together 
with perfect distribution of the reagent in the combustion 
chamber are required to achieve the highest effi ciency 
of the process. The main benefi ts of using the reagent 
GEPERSUITE 2200 regarding refi nery de Sermaize were 
met. A signifi cant reduction of the total amount needed 
steam for blowers and reducing the power consumption. 
Ensuring the highest possible lengthening of the cycle 
between the cleaning operations of the combustion space 
and improving the process of heat exchange. Other be-
nefi ts include also preservation of lifetime and reliability 
(suppression of expression of high temperature corrosion 
and fouling of the heating surfaces on the fl ue gas side 
in the area of higher fl ue gas temperatures, increasing 
the regulation range).
From an economic point of view the use of techno-
logy guarantees absolutely certain fi nancial return, if 
the result is to extend the time between shutdowns of 
combustion plant, due to clogging by sediment. If we 
compare the purchasing and operating costs for the use 
of technology with the benefi ts that technology brings, 
Figure 2. Furnace before injection of reagent
Figure 3. Furnace during injection of reagent
Table 3. Parameters with/without reagent
during 6 weeks. The complete cleaning of equipment 
that has been periodically performed once per year, were 
ultimately more effective, and easier. Deposits on the 
ribs of heater tubes were not sticky and easily removable.
The following fi gures compare the surface of the in-
cinerator. Figure 2 shows the surface of the combustion 
apparatus before injection of the reagent, and Figure 3 
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we get surprisingly positive results. Financial costs arising 
from shutdowns of combustion plants (thermal power 
plants, incinerators, etc.) for cleaning purposes of heat 
transfer surfaces they tend to be very high in addition 
with loss due to the generated energy and further losses 
when the device is out of operation.
The advantage of the reagents is their good storability 
and easy applicability. Used reagents are not toxic and 
dangerous for the environment and humans; reagents 
do not contain heavy metals, do not cause corrosion, 
and do not produce nitrogen oxides. The technology is 
applicable to all types of combustion installations. 
This method has been used for many years successfully 
in a number of thermal power plants and other com-
bustion plants. The use of the proposed technology is 
directed to the proposal operationally proven technolo-
gical process, leading to the optimization of combustion 
and minimization of implementation cost. High effi ciency 
and safety of this process are confi rmed by the users 
and control authorities.
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